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Table R-5:  Credits/Reimbursements for Line Voltage Electronic Thermostats per Home 
 

HZ 1 $115 

HZ 2 $160 

HZ 3 $160 

 
PTCS Duct Sealing in Existing Manufactured Homes (MB; WTP) 

BPA will provide credit/reimbursement for retrofit PTCS duct sealing in existing 
electrically heated manufactured homes*.  The duct system must be certified as a 
PTCS Duct System.  The BPA credit/reimbursement will be according to table R-6.  

Table R-6:  Credits/Reimbursements for PTCS Duct Sealing in Manufactured Homes 
(All climate zones) 

 
HZ 1* $280 

HZ 2 $400 

HZ 3 $400 

 
As noted earlier under HTR lighting, combining this measure with direct install 
lighting may increase the value of the visit to the home and allow a combined 
higher credit/reimbursement. 

This measure may not be claimed separately in conjunction with a heat pump 
upgrade.   

* Retrofit PTCS Duct Sealing in SGC Manufactured Homes is not a cost-effective measure in 
HZ 1, and, therefore, it is not eligible for credit/reimbursement in HZ 1. 

PTCS Duct Sealing in Existing Single-Family Homes (WTP) 

Retrofit PTCS duct sealing as a stand-alone measure in existing electrically heated 
SF site-built homes will be credited/reimbursed at $400 for all climate zones.  In 
order to be eligible for the credit/reimbursement, the pre-existing duct leakage to 
the outside must be greater than 250 CFM50 or 15 percent of the floor area, 
whichever is less.  The duct system must be certified as a PTCS Duct System. 

This measure, as specified in the preceding paragraph, may be claimed in 
conjunction with a “Ducts Inside” heat pump upgrade; however, the measure may 
not be claimed in conjunction with a “Ducts Outside” heat pump upgrade or in new 
construction.   

ENERGY STAR Clothes Washers (LO; CPN; MB) 

(Modified energy factor (MEF) 1.72 is the 2007 ENERGY STAR level.) 

BPA will credit/reimburse two amounts for any ENERGY STAR-rated residential 
clothes washer depending on the fuel used to heat water.  For installations in 
homes verified to use electricity to heat water, the reimbursement level will be $70; 
for installations in homes with gas or unverified water heater fuel type, the 
credit/reimbursement will be $25. 

ENERGY STAR Dishwashers (LO; CPN) 

BPA will credit/reimburse $25 per ENERGY STAR-rated dishwasher.   
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